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Connect supply ground, select proper voltage 
and make wire connections.
For HID and Fluorescent fixtures see wiring 
diagram on ballast.

3.

Position cover and tighten screws 
(do not over tighten).

This fixture must be properly fused and wired 
in accordance with all electrical and safety 
codes and ordinances, as well as the most 
recent National Electric Code.

Notice:

Securely attach mounting plate to wall or 
ceiling using appropriate anchors secured 
to a structural member of the building. 
Ensure mounting plate is level using Light 
Leveler (provided).

              

2.

Attach supply wire to mounting plate with
approved connector/strain relief.
Note that a junction box is not needed as the 
rear compartment is approved for splicing.

              

1.

For wet location approved fixtures apply 
silicone caulk in seam between wall and 
top of mounting plate.

Mount light fixture to mounting plate and 
secure with nuts (2). 

Mounting Indirector Fixture

Ceiling Mount

Mounting with Integral Ballast.

Light Leveler
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